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GENERAL NOTES:

A.

SEE SHEET 1293-70-MH1.0 FOR HVAC AND INFECTION
CONTROL GENERAL NOTES.

COORDINATE HVAC WORK INDICATED ON THIS DRAWING WITH
PROPOSED PHASING SHUTDOWNS INDICATED ON SHEET
1293-70—-MH1.0. DUCTWORK SHOWN CAN BE PARTIALLY
COMPLETED DURING EACH PHASED OUTAGE BUT MUST BE
CONNECTED FOR OPERATION AT COMPLETION OF EACH OUTAGE.

KEY NOTES:

O
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DEMOLISH EXISTING ROUND MITERED ELBOW. INSTALL NEW LONG
SWEEP ELBOW. VERIFY CLEARANCES REQUIRED WITH OTHER
NEW DUCTWORK SHOWN ON DRAWING MH1.2.

DEMOLISH EXISTING 2” STEAM CONDENSATE RETURN UP TO
AH2NW—19 (or 20) ABOVE. REFER TO DEMO PHASING ON
DRAWING MHZ2.2 FOR REMOVAL SCHEDULING. INFILL
PENETRATION WITH CONCRETE AND CAP/REINSULATE PIPING AT
POINT OF DISCONNECTION. NEW PENETRATION WILL BE
REROUTED TO SAME POINT OF CONNECTION AS SHOWN WITHIN
DRAWING MHZ2.3 ON FLOOR ABOVE.

REMOVE STEAM CONDENSATE PIPING TO REROUTE AS SHOWN ON
DRAWING MH1.2. EXISTING PIPING PENETRATION THROUGH
FLOOR TO REMAIN FOR NEW PIPING INSTALLATION.

REMOVE PIPING, AND RELATED COMPONENTS, FOR EXISTING
HUMIDIFIER. REFER TO DRAWING MH1.0 FOR DEMO PHASING.

REMOVE EXISTING CONTROL VALVE FOR IFB STEAM COIL TO
REMAIN. REFER TO DRAWING MH1.0 FOR DEMOLITION AND
RECONNECTION OF EXISTING IFB STEAM COIL.

REMOVE EXISTING DUAL STEAM TRAPS AND UPSTREAM ISOLATION
VALVES. REFER TO DRAWING MH1.3 FOR INSTALLATION OF NEW
TRAPS, AND REMOTE MONITOR, AS PART OF NEW AH2NW-19
INSTALLATION ON FLOOR ABOVE.

REMOVE EXISTING 3" CHILLED WATER PIPING, AND ALL VALVES
AND PIPING COMPONENTS, FOR EXISTING CHILLED WATER COIL
TO BE DEMOLISHED. REFER TO DRAWING MH1.0 FOR
DEMOLITION PHASING AND DRAWING MH1.2 FOR RECONNECTION
TO NEW COIL.
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GENERAL CONTRACTOR AND/OR ALL SUBCONTRACTORS SHALL FIELD VERIFY ALL DIMENSIONS SHOWN ON THESE PLANS AND SHALL BE
RESPONSIBLE FOR VARIATIONS BETWEEN PLAN DIMENSIONS AND ACTUAL FIELD DIMENSIONS. WHERE VARIATIONS ARE FOUND TO OCCUR,
— « « THE CONTRACTOR SHALL NOTIFY THE PROJECT ENGINEER IN WRITING PRIOR TO PROCEEDING WITH CONSTRUCTION; NO ADJUSTMENT TO
A ) THE WORK WILL BE MADE WITHOUT THE PRIOR APPROVAL OF THE PROJECT ENGINEER.

GENERAL CONTRACTOR SHALL BE RESPONSIBLE FOR GENERAL DEMOLITION INCLUDING REMOVAL OF WALLS, PARTITIONS, DOORS &
L] F— CEILING & FLOORS. ANY AND ALL CUTTING OF CONCRETE FLOORS, WALLS OR STRUCTURE SHALL BE THE GENERAL CONTRACTOR’S
Z O RESPONSIBILITY. CORE DRILLING THROUGH CONCRETE WALLS, FLOORS OR STRUCTURE FOR PIPING OR CONDUIT SHALL BE THE
RESPONSIBILITY OF THE SUBCONTRACTOR BY TRADE; FIRESTOPPING OF THESE OPENINGS SHALL BE DONE BY THE RESPECTIVE
SUBCONTRACTOR. REMOVAL OF DEBRIS RESULTING FROM DEMOLITION, CUTTING, AND/OR DRILLING IS THE RESPONSIBILITY OF THE

DUNHAM A

Dunham Associates, Inc.

50 South Sixth Street / Suite 1100
Minneapolis, Minnesota 55402-1540

PHONE 612.465.7550 FAX 612.465.7551

GENERAL CONTRACTOR. PATCHING AND REPAIR OF CONCRETE WALLS, FLOOR, OR STRUCTURE SHALL BE THE RESPONSIBILITY OF THE wes  dunhameng.com

GENERAL CONTRACTOR; THIS WILL BE ACCOMPLISHED UPON COMPLETION OF THE INSTALLATION OF ANY AND ALL UTILITIES INSTALLED

BY THE VARIOUS SUBCONTRACTORS.

PROJECT NUMBER: 0414950-004-00

mechanical + electrical consulting engineering
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